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5678 Anonymous St, Boise, ID 83709

Thank you for the opportunity to conduct a home inspection of the property listed above.
We understand that the function of this report is to assist you in understanding the
condition of the property to assist in making an informed purchase decision.

The report contains a review of components in the following basic categories: site,
exterior, roofing, structure, electrical, HVAC, plumbing, and interior. Additional categories
may or may not be included. The report is designed to be easy to read and comprehend
however it is important to read the entire report to obtain a full understanding of the
scope, limitations and exclusions of the inspection.

In addition to the checklist items of the report there are several comments which are
meant to help you further understand certain conditions observed. These are easy to find
by looking for their icons along the left side margin. Comments with the blue icon are
primarily informational and comments with the orange icon are also displayed on the
summary. Please read them all.

DEFINITION OF CONDITION TERMS
Satisfactory: At the time of inspection the component is functional without observed
signs of a substantial defect.

Marginal: At the time of inspection the component is functioning but is estimated to be
nearing end of useful life. Operational maintenance recommended. Replacement
anticipated.

Repair or Replace: At the time of inspection the component does not function as
intended or presents a Safety Hazard. Repair or replacement is recommended.

Further Evaluation: The component requires further technical or invasive evaluation by
qualified professional tradesman or service technician to determine the nature of any
potential defect, the corrective action and any associated cost.
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5678 Anonymous St, Boise, ID 83709

Report Summary

This summary page is not the entire report. The complete report may include
additional information of interest or concern to you. It is strongly recommended that
you promptly read the complete report. For information regarding the negotiability of

any item in this report under the real estate purchase contract, contact your real
estate agent or an attorney.

Driveway
1) Fractures present in driveway slab. Portions of the driveway slab have lifted/settled
unevenly.

5 4 LAl Figure 1-2

Figure 1-1
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Figure 1-3

Figure 1-4

Figure 1-5
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Patios/Decks

2) Fractures are present on the hot tub concrete slab.

Figure 3-1 Figure 3-2

Figure 3-3
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Exterior Covering

3) Dry rot present along the bottom edge of siding and trim in the backyard. This appears
consistent with moisture exposure from sprinkler overspray.

Figure 4-1

4) Portions of the trim are in contact with the lower level patio concrete. This will lead to
dry rot in the future.
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Entry Doors

5) Recommend sealing the door header trim where it meets the soffit.

Figure 6-1

Balconies

6) Missing stairs on the south side of the deck.

Figure 7-1
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Roof Covering

7) Exposed nail heads located on roofing surface. Nail heads should be caulked/sealed to
prevent moisture intrusion.

Figure 8-2

Figure 8-3
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Gutters & Downspouts

8) Standing water present in the gutters. Recommend adjusting the slope to improve
drainage.

e

Figure 10-1

Door Opener

9) Garage door openers should be plugged directly into an outlet receptacle without the
use of an extension cord.

e ; Pafe ¥

Figure 11-1 Figure 11-2

Treasure Valley Home Inspectors, LLC 208.488.3218
Page 10 of 136



5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Opener Safety Feature

10) Recommend install of a safety function to prevent the garage door from closing on a
person/animal.

Vent Risers

11) Flex pipe was discharging into the attic area. The inspector could not identify where
this flex pipe was coming from.

Figure 13-1

Service Panel Manufacturer

12) Improper panel mounting screws used on the breaker panel dead front cover. Screws
should be machine threaded with a flat nose to prevent electrical arc/shock.
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Figure 15-1

Manufacturer

13) The safety shutoff switch has been taped closed.

Figure 17-1
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Supply Pipe Material

14) Corrosion present on copper water lines. This indicates prior moisture exposure. No
moisture was present at the time of the inspection.

Figure 18-1

Waste Pipe Material

15) Possible leak present from the waste pipe. Moisture was present on the pipe and
beneath the waste pipe on the ground. No visible drips were seen.

Figure 20-1 Figure 20-2
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

16) Signs of moisture exposure present near the waste pipe on the subfloor. Floor support
was added.

Figure 21-1

Manufacturer
17) Corrosion buildup present on the water supply valves where the connect to the water
heater.

Figure 22-1
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Sink(s)

18) Flex pipe is being used in the under sink p-trap.

Figure 24-1
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Toilet

19) Recommend caulking the toilet base where it meets the floor.

Figure 25-1
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Sink(s)

20) Missing backsplash grout.

Figure 29-1

Bathrooms: Bathroom #2

21) Drywall tape is beginning to peel from moisture exposure near the shower. Drywall
patch repairs were made near the ventilator.

Figure 30-1 Figure 30-2

22) The drywall near the toilet was improperly textured. Visible texture run/drips are
present.
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Figure 31-1 Figure 31-2

23) Improperly installed transition from the bathroom tile to the bedroom floor.

Figure 32-1
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Bath Tub

24) When the water turned on the bath tub fixture detached from the wall and sprayed
water. The shutoff valve for the fixture did not shut the water off. The inspector was
forced to turn the main water supply to the house off in order to stop the water. The
connection from the supply line to the tub fixture appears to have been caulked.
Recommend repair.

Figure 33-1 Figure 33-2
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Floor

25) Improper flooring transition.

Figure 34-1
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Ventilation Type

26) Loud rattle noise present on the bathroom vent fan.

Figure 35-1

Windows

27) Right hand side window did not fully seat in the window track when closed. As a result
this window would not latch shut. Recommend repair.

Figure 36-1
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Flooring

28) Floor slope present in the bedroom flooring.

Flooring

29)

Cabinets

30) Recommend repair to the cabinet mounted electrical receptacle.

Figure 40-1

Treasure Valley Home Inspectors, LLC 208.488.3218
Page 22 of 136



5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Refrigerator

31) Dent present on the fridge door.

I
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Figure 41-1

Floors

32) Soft spots present throughout the basement floor including the bedrooms. This
occurs when the laminate flooring is installed too tight. When the flooring expands it lifts
in the center because it has no room for the expansion.

33) Floor slope present in the upstairs hallway.
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5678 Anonymous St, Boise, ID 83709

(Report Summary continued)

Figure 43-1

Walls

34) Possible structural support beam has been notched to accommodate the barn style

pantry door. This is beyond the scope of the home inspection. Recommend further
evaluation.

Figure 44-1
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5678 Anonymous St, Boise, ID 83709

General

Client's Signature:

Property Type: Single Family
Stories: Split Level
Approximate Age: 1988

Age Based On: Listing
Bedrooms/Baths: 5 Bed/3 Bath
Door Faces: North
Furnished: Partially
Occupied: No

Weather: Sunny
Temperature: Hot

Soil Condition: Dry

Utilities On During Inspection: Electric Service, Gas Service, Water Service
People Present: Not Present

The condition of the vegetation, grading, surface drainage and retaining walls that
are likely to adversely affect the building is inspected visually as well as adjacent
walkways, patios and driveways.

Site Grading: Sloped Away From Structure
Condition: Satisfactory
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5678 Anonymous St, Boise, ID 83709

(Site continued)

Vegetation: Not Growing Against Structure, Generally Maintained
Condition: Satisfactory
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5678 Anonymous St, Boise, ID 83709

(Site continued)

Retaining Walls: Wood, Stone
Condition: Satisfactory
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5678 Anonymous St, Boise, ID 83709

(Site continued)

Driveway: Concrete
Condition: Satisfactory

Comment 1:
Fractures present in driveway slab. Portions of the driveway slab have
lifted/settled unevenly.

Figure 1-2
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5678 Anonymous St, Boise, ID 83709

(Site continued)

Figure 1-3

Figure 1-4

Figure 1-5

Treasure Valley Home Inspectors, LLC 208.488.3218
Page 29 of 136



5678 Anonymous St, Boise, ID 83709

(Site continued)

Walkways: Concrete
Condition: Satisfactory
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5678 Anonymous St, Boise, ID 83709

(Site continued)

Patios/Decks: Concrete, Pavers
Condition: Satisfactory
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5678 Anonymous St, Boise, ID 83709

(Site continued)
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5678 Anonymous St, Boise, ID 83709
(Site continued)
Comment 2:

Plumbing clean out present in the patio concrete slab. This is a trip ha and. Use
caution.

Figure 2-1

Comment 3:
Fractures are present on the hot tub concrete slab.

Figure 3-1 Figure 3-2
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5678 Anonymous St, Boise, ID 83709

(Site continued)

Figure 3-3

The visible condition of exterior coverings, trim and entrances are inspected with
respect to their effect on the condition of the building.

Exterior Covering: Lap Wood
Condition: Satisfactory
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5678 Anonymous St, Boise, ID 83709

(Exterior continued)
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5678 Anonymous St, Boise, ID 83709

(Exterior continued)

Treasure Valley Home Inspectors, LLC 208.488.3218
Page 36 of 136



5678 Anonymous St, Boise, ID 83709

(Exterior continued)

Treasure Valley Home Inspectors, LLC 208.488.3218
Page 37 of 136



5678 Anonymous St, Boise, ID 83709
(Exterior continued)
A Comment 4:

Dry rot present along the bottom edge of siding and trim in the backyard. This
appears consistent with moisture exposure from sprinkler overspray.

Figure 4-1

Comment 5:
Portions of the trim are in contact with the lower level patio concrete. This will
lead to dry rot in the future.

Figure 5-1 Figure 5-2
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5678 Anonymous St, Boise, ID 83709

(Exterior continued)

Exterior Trim Material: Wood
Condition: Satisfactory
Windows: Wood, Vinyl

Condition: Satisfactory
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5678 Anonymous St, Boise, ID 83709

(Exterior continued)
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5678 Anonymous St, Boise, ID 83709

(Exterior continued)

Entry Doors: Wood, Vinyl
Condition: Satisfactory
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5678 Anonymous St, Boise, ID 83709

(Exterior continued)
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5678 Anonymous St, Boise, ID 83709

(Exterior continued)

Comment 6:
Recommend sealing the door header trim where it meets the soffit.

Figure 6-1
Balconies: Wood
Condition: Satisfactory

VI
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5678 Anonymous St, Boise, ID 83709

(Exterior continued)
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5678 Anonymous St, Boise, ID 83709

(Exterior continued)
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Comment 7:
Missing stairs on the south side of the deck.

Figure 7-1

Railings: Metal
Condition: Satisfactory
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5678 Anonymous St, Boise, ID 83709

The visible condition of the roof covering, flashings, skylights, chimneys and roof
penetrations are inspected. The purpose of the inspection is to determine general
condition, NOT to determine life expectancy.

Inspection Method: Walked Roof
Roof Design: Gable
Roof Covering:

Architectural Shingle
Condition: Satisfactory
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5678 Anonymous St, Boise, ID 83709

(Roofing continued)
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5678 Anonymous St, Boise, ID 83709
(Roofing continued)
.. Comment 8:

Exposed nail heads located on roofing surface. Nail heads should be
caulked/sealed to prevent moisture intrusion.

Figure 8-2

Figure 8-3

Approximate Roof Age: 10-15 Years
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5678 Anonymous St, Boise, ID 83709

(Roofing continued)

Ventilation Present: Roof, Soffit
Condition: Satisfactory
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5678 Anonymous St, Boise, ID 83709
(Roofing continued)

Vent Stacks: Metal, Plastic
Condition: Satisfactory

=l

Chimney : Wood Frame
Condition: Marginal

[
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5678 Anonymous St, Boise, ID 83709

(Roofing continued)

Comment 9:
Recommend further evaluation by a licensed chimney sweep before use.
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